
FORT LEWIS
CROSS CONNECTION CONTROL PROGRAM

SECTION 5: BPA INSTALLATION DETAILS



EXTERIOR WAll

TYPICAL EXISTING
HOSE BIBB/FAUCET

3/4" VACUUM BREAKER

HOSE CONNECTION

DRAIN

APPROVAL



INTERIOR WALL

TYPICAL EXISTING
HOSE BIBB/FAUCET

--3/4" VACUUM BREAKER

HOSE CONNECTION

APPROVAL



INSTALL 1/2"
STRAINER

INSTALL
UNION

INSTALL 1//2" --
BALL VALVE

EXISTING
RLTER

POTABLE
WATER
SUPPLY

EXISTING
PUMP

INSTALL VENT J I [
UNE ROUTE1 EXISTING

OVER TO FLOOR CARBONATOR

DRAIN OR H20 &: CO 2
RESERVOIR

INSTALL 1/2" RPBA WITH
AIR GAP AND VENT UNE

THRD
COMPRESSION COUPUNG

INSTALL POLYETHYLENE
POTABLE WATER UNE

NOTE:

(REPLACE ALL COPPER PIPING
DOWN STREAM OF RPBA W/
POLYETHYLENE POTABLE
WATER LINE

EXISTING
CARBONATED
BEVERAGE
DISPENCER

EXISTING
CO 2

GAS

INSTALL RPBA IN AN ACCESSABLE LOCATION, INSIDE CABINET BELOW DISPENSER.
PROVIDE AIR GAP AND ADEQUATE HEIGHT FOR VENT UNE TO DRAIN FREELY
TO FLOOR DRAIN OR RESERVOIR. ALLOW ADEQUATE ROOM ABOVE UNIT
FOR TESTING AND INSPECTION.AFFIX RPBA, STRAINER AND BAIL VALVE
FIRMLY TO INSIDE OF CABINET.
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EXISTING
WALL

INSTALL 1-1/4-"
AVE]

EXISTING VAULT
WITH CONTROL
VALVE & 1-1/4"
PIPING (PVC)

Pure
INSTALL 1-1/4." AVB,
24." MIN. ABOVE GROUND
LEVEL

INSTALL 1-1/4"
GALV. STEEL

TIE INTO EXISTING
SYSTEM

REMOVE SEGMENT

INSTALL 1-1/4"
GALV. STEEL

EXISTING CONTROL
VALVE &: VAULT

GROUND LEVEL
REMOVE AND REPLACE
EXISTING PAVEMENT

POTABLE ~

WATER SUPPLY

1 CU. FT. GRAVEL
BENEATH DRAIN VALVE

,=--TO IRRIGATION
SYSTEM

REMOVE PIPE

AUTOMATIC DRAIN VALVE

ELEVATION

NOTE: CONTRACTOR TO VERIFY DIRECTION OF FLOW AND INSTALL
AVB DOWN STREAM OF CONTROL VALVE
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SYMBOL

INSTALl.
BAIl VALVE7

INSTAU_ UNION -~ I /

"
INSTA~~

BALL VALVE

POTABLE WATER
SUPPLY

REVt~ON DATE
I

APPROVAL

ii
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INSTALL

BALL VALVE7

INSTALL UmON ~ I /~~__~

INSTALL J//

BALL VALVE

POTABLE WATER
SUPPLY
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